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TEE FOR TESTING

(REFER TO STD DETAIL 832

TEST TEE- OPTIONAL,

MAY BE INSTALLED

WITH SIDE SEWER PIPING)

6" SIDE SEWER

20 FOOT MAX, ADDITIONAL

PIPE MAY BE INSTALLED AT

TIME OF MAIN CONSTRUCTION

TEE WITH 6"

BRANCH ON NEW

MAINS OR SEWER

SADDLE ON

EXISTING MAINS

(SEE PLAN FOR

SIZE AND TYPE)

SEWER MAIN

NTS

TYPICAL DOUBLE SERVICE

MARKER, TYP

TEE FOR TESTING

(REFER TO STD

DETAIL 832, TEST

TEE - OPTIONAL,  MAY

BE INSTALLED WITH

SIDE SEWER PIPING)
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20 FOOT MAX, ADDITIONAL

PIPE MAY BE INSTALLED AT

TIME OF MAIN CONSTRUCTION

6" SIDE SEWER

2 - 6" X 6" WYE'S

20 FOOT MAX, ADDITIONAL

PIPE MAY BE INSTALLED AT

TIME OF MAIN CONSTRUCTION

TEE WITH 6"

BRANCH ON NEW

MAINS OR SEWER

SADDLE ON

EXISTING MAINS

(SEE PLAN FOR

SIZE AND TYPE)

SEWER MAIN
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